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SEB Instrumentation Checkout
[1]. SWICs

A Line Signal ok? Comments/date/time
Yes No
SXI.A_304 H_SwiIC
SXI.A_304_V_SWIC
SXI.A1_347 H_SWIC
SXI.A1_ 347 V_SWIC
SXI.A1_ 410 H_SWIC
SXI.A1_ 410 V_SWIC
SXI.A1 500 H_SWIC
SXI.A2_343 H_SWIC
SXI.A2_343 V_SWIC
SXI.A2_374 H_SWIC
SXI1.A2_374 V_SWIC
SXI.A3 482 H_SWIC
SXI.A3 482 V_SWIC
SXI.A3_ 149 SWIC_SUM
SXI.A3_149 SWIC DIF
B Line
SXI1.B_480 H_SwWIC
SXI1.B_480 V_SwWIC
SXI1.B_480 STAC_SUM
SXI1.B_480 STAC DIF
SXI1.B_512 H_SWIC
SXI1.B_512 V_SWIC
SXI_B5 600 H_SWIC
SXI1.B5_600_V_SWIC
SXI.B1 720 H_SWIC
SXI.B1 720 V_SWIC
CLine
SXI.C_100 H_ PLSWC
SXI.C_100 V_PLSWC
SXI.C_220 H PLSWC
SXI.C_220 V_PLSWC
SXI.C_370 H_SwWIC
SXI.C_370 V_SWIC
SXI.C_475 H_SWIC
SXI.C_475 V_SWIC
SXI.C_555 H_SwWIC
SXI.C_555 V_SWIC
SXI1.C3_ 530_H_SWIC
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SX1.C3 530 V_SWwWIC
SX1.C3 595 H SWIC
SX1.C3 595 V_SWIC
SX1.C3 627 H SWIC
SX1.C3 627 V_SWIC
SX1.C3 654 H SWIC
SX1.C3 654 V_SWIC
SX1.C3 670 H SWIC
SX1.C3 670 V_SWIC
SX1.C3 700 H _SWIC
SX1.C3 700 V_SWIC
SX1.C3 750 H SWIC
SX1.C3 750 V_SWIC
SX1.C3 766 H SWIC
SX1.C3 766 V_SWIC
D Line

SXI1.D 146 H PLSWC
SXI1.D 146 V_PLSWC
SX1.D 239 H SWIC
SX1.D 239 V_SWIC
SXI1.D 241 H EPM
SXI1.D 241 V_EPM
SXI1.D 334 H EPM
SXI1.D 334 V_EPM
SXI1.D 362 H EPM
SX1.D 362 V_EPM
SX1.D_390 H SwWIC
SX1.D_390 V_SWwIC
SXI1.D 395 H EPM
SXI1.D 395 V_EPM
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[2]. Target Temperature Monitorsand Beam Counters.

If the proper signal is observed, then yes below. Otherwise enter comments.

Working Properly?
Yes No

Beam Counters:

A 305 SEC/ION_SUM
Al 410 ION

A _TELESCOPE

A3 TELESCOPE

B SEC A PLATE
B SEC B PLATE
B SEC C PLATE
B _SEC SUM

B _TELESCOPE

B5 SEC A PLATE
B5 TELESCOPE

C SEC SUM

C TELESCOPE

C TARGET_TEMP
C3 SEC SUM

C TELESCOPE
C-TARGET_TEMP
D 398 SEC
D_400 ION

D _TELESCOPE

D TARGET TEMP
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Comments/date/time
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[3]. SEBFLAG Checkout.

1

Zero Fully inserted
Readback

Readback
A Line
AF124
AF171
AF238
ATGT
B Line
BF329
BF387
BF448
BF556
BTGT
CLine
CFo011
CF039
CF100
CF157
CF223
CF255
CF367
CF454
CTGT
C3F1
C3F2
C3TGT
D Line
DF146
DF215
DF342
DTGT
AGSRing
L20FG
E15FG
F5FG
F10FG
H20FG
H10FG
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